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The NC899IRR keyswitch reset point is designed to cancel emergency
calls initiated by the NC312RXC master ceiling receiver.

It connects to the ceiling receiver as shown in the example
configuration diagram (below right).

To operate, momentarily turn the keyswitch to ISOLATE before
returning it to the ON position.

Important: Do not leave the keyswitch in the ISOLATE
position as this will disable the receiver’s emergency call facility
(standard calls will still be received).

When in ISOLATE mode, the reset point’s red LED will illuminate.
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